A comparison of leachate treatment between Rhode Island and Kuwait.
The main objectives of this article were to present data on the characteristics of landfill leachate of Rhode Island Central landfill and those of Kuwait's Sulaibya landfill site, and to compare different experimental pilot plant studies for the treatment of sanitary landfill leachate, which was generally characterized by high concentration of heavy metals. The data obtained on the chemical analysis of leachate generated from two landfills in Rhode Island and Kuwait, identified variations in leachate quality due to landfill composition. Pilot Plant studies using physical/chemical and biological treatments (i.e., rotating biological contractor) were used to examine the treatment efficiency.